Abstract: Water scarcity and uneven water demand in regional electricity generation pose substantial challenges to the sustainable development of water resources and electricity production in China. Based on the latest official policy of China's electricity development, i.e., the 13th Five-Year Plan of electricity development, this study quantified annual water withdrawal and consumption for future electricity generation in China from 2015 to 2030. This study simulated a three-prong approach to impacting water use for electricity development, i.e., updating the cooling technology mix, increasing non-thermal power generation and relocating thermal power plants to the west. The results showed that solutions to relieve water stress caused by electricity production entail major trade-offs. Annual water withdrawal and consumption were projected to exceed 63.75 and 8.30 billion m 3 by 2030, up approximately 14% and 21% of those in 2015, respectively, if China does not implement any new water and energy policies. Replacing once-through cooling systems with closed-loop cooling systems would decrease national water withdrawal remarkably but increase water consumption. The west-centered spatial distribution of thermoelectric power generation would reduce water use at the national level; however, it will largely increase water stress in northern and northwestern China. Thus, relieving the stress of growing electricity demand on water resources in China requires comprehensive measures and quantitative estimates.
Introduction
Water is an essential input in electricity generation. Cooling water is indispensable for generating electricity and normally constitutes the largest portion of industrial wastewater discharge [1, 2] . Water evaporating from man-made reservoirs in hydropower plants is of a considerable amount [3] . The growing use of biofuels requires increasingly more irrigation water [4] . In the United Kingdom and the United States, the electricity sector accounts for approximately half of all water withdrawn for industrial use [5, 6] . This interdependence between water and energy resources has been increasingly studied as the water-energy nexus, and has attracted much attention in recent years [7, 8] .
China has been experiencing rapid economic growth, which has led to high electricity consumption. China's installed and generating capacities rank first in the world after years of rapid development [9] . Presently, China continues to undergo urbanization and industrialization, and its per-capita electricity consumption is less than half of that in developed countries [9] . Along with its continued economic growth largely driven by industrialization and modernization, China's installed and generating capacities are expected to continue to increase in the future. However, water resources are becoming major constraints on rapid growth in electricity consumption. In China, energy extraction, processing, and power generation energy development. However, the impact on water resources of these latest electricity development plans has not yet been assessed.
The main purpose of this study is to evaluate future water use for national and regional electricity generation under the latest official policy of China's electricity development and to simulate different approach to impacting water use in electricity production. The following section describes the methods for calculating water withdrawal and consumption in future electricity generation. The scenario setting and data sources are described. Section 3 presents the results of water withdrawal and consumption at national and regional levels under different scenarios. Section 4 discusses the results and their policy implications. Section 5 concludes the study.
Methods

Methodology
To study water use in energy production, distinguishing between water withdrawal and water consumption is crucial [2] . Water withdrawal represents water that is diverted or withdrawn from a surface water or groundwater source. By contrast, water consumption represents the water that is withdrawn from natural water bodies, but that does not return to the environment, being consumed through evaporation, absorbed by a product, or lost by other means [19] . In this study, both water withdrawal and consumption were estimated. In addition, although the life cycle water use of energy sector is important and should be investigated, only operational freshwater uses are analyzed in this study.
A bottom-up approach was employed in this study to evaluate the water demands for the electricity generation sector in China at a provincial level, using the following equation:
where W i and C i refer to water withdrawal and consumption for electricity generation in province i respectively; w and c are the water withdrawal and consumption factors; e is the amount of electricity generation; k indicates the fuel types considered in this study, namely thermal power, nuclear power, wind power, solar PV power, and hydropower; therefore, n equals 5; and i is the index of provinces.
In particular, for thermal power generation, since different cooling technologies have different water intensities, the water demands of a province can be calculated using the following equation: where W thermal,i and C thermal,i are water withdrawal and consumption for thermal power generation in province i; w g and c g are water withdrawal and consumption factors of various types of cooling technology (i.e., once-through cooling, closed-loop cooling, and air cooling); p g,i is the proportion of cooling technology g in province i; e thermal,i is the amount of thermal power generation in province i; and i is the index of provinces.
Electricity Generation Scenarios
This section introduces the five scenarios adopted to evaluate the possible trend in water demand by the power generation industry in China. The scenarios were designed based on the considerations of mitigating environmental and resource pressures. All scenarios had the same national total electric power generation values (i.e., 6834 TWh in 2020 and 8521 TWh in 2030), which were approximated from the 13th Five-Year Plan of electricity development issued in November 2016 [11] and a study by the China Energy Research Society [28] . The latest plan issued a blueprint for electricity development for the next five years, including the capacity of various types of electricity generation and the planned amount of electricity generation at the national level in 2020. The planned amount of electricity generation is 6800 to 7200 TWh in 2020; the proportion of nonthermal power is 29%. The plan also announced the installed capacity of hydropower, nuclear, solar PV, wind and biomass power, with the figures of 380 GW, 58 GW, 105 GW, 210 GW, and 15 GW, respectively. However, the plan didn't contain province-specific electricity generation amount. The provincial 13th Five-Year Plans of energy development and relevant policies were examined and the planned amounts of various types of electricity generation were collected. The latter study projected the amounts of various types of electricity generation in 2020 and 2030 not only at the national level but also at the provincial level. It was used to disaggregate provincial distribution of future electricity production in 2030. These estimates were used as a reference scenario for provincial electric power generation in this study (Table S2) .
To design the scenarios of electricity generation, two other factors were considered. One is the electricity generation mix, which refers to shares of different power generation technologies (i.e., thermal power, nuclear power, hydropower, wind power, and solar photovoltaic (PV) power. We designed a "power generation reallocation" scenario ("reallocation" for short; Table S3 ), in which the national proportion of non-thermal power generation increases to 35% by 2020 and 40% by 2030. The other is the spatial distribution of new thermal power production. We designed a "west-centered thermal power generation" scenario ("west-centered" for short; Table S4 ) to coordinate power development with a stringent air quality policy. To protect air quality, new thermal power plants have been banned in the three eastern areas. In the west-centered scenario, newly built thermal power plants are moved from east to north. The amount of electric power generation under the three scenarios at the regional level is shown in Table 1 .
Water use intensities are reduced by upgrading cooling technology in thermal power production. The three cooling technologies in use are once-through cooling systems, which withdraw large amounts of water but consume little water; closed-loop cooling systems, which withdraw less but consume more water per unit of generation than once-through cooling systems in similar power plants; and air-cooling systems, which do not use freshwater for cooling. At power plants equipped with air-cooling systems, freshwater is used only for equipment flushing and drinking; therefore, water withdrawal and water consumption are both minimal. The replacement of once-through cooling systems with closed-loop cooling systems decreases local water withdrawal intensity. Increasing the proportion of air cooling in water-scarce regions by equipping newly built thermal power plants with air-cooling systems can substantially mitigate water resource stress. Combining the aforementioned electricity generation scenarios and water use intensity scenarios produces five scenarios. The first scenario (S0) is the "business as usual" case, which reflects no water conservation measures or energy development policies under resource and environmental constraints. This scenario assumes that the current water use intensities will remain unchanged, and represents a mix of cooling technology without any change. The energy mix and layout of the year 2020 are derived from those issued in the 13th Five-Year Plans, which means that no environment-friendly measures will be implemented in energy development.
Scenario 1 (S1) is the "cooling technology updating" case, which reflects the effect of updating cooling technology, and assumes that the energy mix and layout are the same as those in 2015. In this scenario, the proportion of air cooling in water-scarce regions (i.e., the North, Northwest, and SX-InnerM regions) is increased by equipping newly built thermal power plants with air-cooling systems. In addition, once-through cooling systems are gradually replaced by closed-loop cooling systems in all regions. This scenario represents the effect of end-of-pipe measures and improvement of technology.
Scenario 2 (S2) is the "power generation reallocation" case, which represents a decreasing proportion of thermal power generation. This scenario assumes that cooling technology remains the same as that in 2015, whereas the proportion of non-thermal power generation will reach 35% by 2020 and 40% by 2030. Regarding to the provincial disaggregation of non-thermal power generation, firstly it was assumed that future proportions of wind, hydropower and solar PV at a national level would all increase by 2% in 2020 and by 2.67% in 2030 (compared with that in the "reference" scenario, the proportion of non-thermal power generation in the "reallocation" scenario is increased from 29% to 35% by 2020 and from 32% to 40% by 2030). Then the proportion of each province was regarded as the same as that in the "reference" scenario. The comparison of water use saving in S1 and S2 indicates the individual effects of two types of measures in mitigating environmental and resource pressures. Moreover, Scenario 3 (S3) combines the measures in S1 and S2.
Scenario 4 (S4) is designed to reflect the changes in the spatial distribution of thermal power generation. New thermal power plants have been banned in Beijing, Tianjin, Hebei, the Pearl River Delta, and the Yangtze River Delta to reduce air pollution in these regions. The electricity demand in these regions will be satisfied through import from the SX-InnerM and northwest regions.
Details of each scenario are shown in Tables 2 and 3 . The proportion of air cooling in water-scarce regions is increased by equipping newly built thermal power plants with air-cooling systems; moreover, once-through cooling systems are replaced with closed-loop cooling systems
S2
Power generation reallocation
The proportion of nonthermal power generation is increased to more than 35% by 2020 and 40% by 2030
The effects of cooling technology updating and power generation reallocation are combined
S4
West-centered layout of thermal power generation
Building new thermal power plants in the three eastern key areas is banned; electricity is transferred from the western areas to the eastern areas 
Data
In this study, water withdrawal and consumption for electricity generation come from both fresh water extracted from natural water bodies (i.e., surface water and groundwater) and supplied by tap water. Seawater usually used in thermal power plants or nuclear power stations was not considered. A number of review articles have addressed the water withdrawal and consumption intensities of various types of electric power generation based on data from U.S. power plants [29] [30] [31] and UK power plants [5] . Zhang et al. have extracted China-specific water use intensities from the Energy Efficiency Benchmarking Report by the China Electricity Council (CEC), determining individual power plants' operational performance and providing the water withdrawal factors of EGUs for different cooling technologies and generator scales [32, 33] . In this study, we calculated average water use intensities of various cooling technologies according to installed capacity and corresponding water use intensities derived from the study by Zhang et al.
In terms of coastal nuclear power generation, the amount of seawater used for cooling was not included in this study. Freshwater use in nuclear power generation includes water used for equipment flushing, desalination, and drinking. The water withdrawal factor of nuclear power generation was reported by Guo et al. [34] (i.e., 0.0543 m 3 /MWh), whereas the water consumption of nuclear power generation is calculated as water withdrawn minus water recycled (3.75%) (i.e., 0.0523 m 3 /MWh). For future inland nuclear power plants, no data exist on water use factors. We have assumed that their water use factors are 1.5 times those of closed-loop cooling systems in thermal power plants [35] .
Wind power and solar PV power generation require negligible amounts of water during normal operation [31] . Therefore, this study considered their water use factors to be zero, which is also used in the previous studies of operational water use for electricity generation in China [20, 36] , the United States [6] , the United Kingdom [5] , India [16] and globally [15] . For hydropower generation, water is consumed through evaporation from a reservoir's surface. However, reservoirs often serve many purposes, including providing irrigation water and fishing; thus, not all the evaporation can be attributed to hydropower generation [3] . Moreover, water evaporated from a reservoir's surface is not used for the purposes of human life and production, which is also not included in statistics. Consequently, this study considered fresh water used for hydropower generation to be zero.
The above-mentioned values of water withdrawal and consumption factors are summarized in Table 4 . 
Results and Analysis
National Water Withdrawal and Consumption for Electricity Generation under Various Water-Energy Strategies
National total water withdrawal and consumption are shown in Figure 1 by scenario. Under S0, without any water conservation technologies and environment-friendly energy policies, the amounts of both water withdrawal and consumption for electricity generation increase because of the expansion of electricity generation. Electricity generation increases by 21% and 51% from 2015 to 2020 and from 2015 to 2030, respectively; in the same periods, water withdrawal increases by 5% and 14%, respectively, and water consumption increases by 8% and 21%, respectively.
Under the other scenarios, the amounts of both water withdrawal and consumption drop first during 2015-2020 and then increase during 2020-2030. Regarding the water withdrawal factor, measures to conserve water and implement environment-friendly energy policies markedly decrease the amounts. In particular, saving water by updating cooling technologies under S1 reduces water withdrawal by 9-16% in the subsequent 15 years. Compared with S1, S2, in which the proportion of nonthermal power generation increases to 35-40%, has a smaller effect on water withdrawal reduction, with the reduction being 2-4%.
Both shifts in cooling technologies (S1) and in power generation reallocation (S2) have a considerable impact on the reduction of electricity sector water withdrawal. However, the shift in cooling technologies has a larger reduction impact. The water withdrawal intensities of thermal power generation are much larger than those of nuclear power, wind power, and hydropower. For example, air-cooling technology requires the least water withdrawal among the three cooling technologies, with a value of 0.34 m 3 /MWh, whereas nuclear power withdraws only 0.0543 m 3 /MWh, and the water withdrawal intensities of wind and hydropower are both trivial and set to zero. Moreover, thermal power generation is responsible for the majority of electricity generation, accounting for 56-65% under S1 and 48-59% under S2. Third, different cooling technologies have considerable differences in water withdrawal intensity. For example, once-through cooling, closed-loop cooling, and air cooling have national average water withdrawal values of 89.13 m 3 /MWh, 2.37 m 3 /MWh, and 0.34 m 3 /MWh, respectively. Therefore, the shift from thermal power generation to nuclear power, wind power, and hydropower generation provides a smaller water withdrawal reduction than the shift in cooling technologies.
Compared with S1, the results of S4 show a 15-18% reduction in water withdrawal. S1 and S4 have the same scales but different layouts of thermal power generation. Under S4, the SX-InnerM region and the Northwest region account for more than 60% of the national total new thermal power generation during 2015-2020. This west-centered layout of new thermal power plants contributes to reduction of national total water withdrawal for two reasons: (1) Water withdrawal intensities in the SX-InnerM region and the Northwest region are much lower than those in the East Coastal region and the South Coastal region, where new thermal power plants are banned, because air-cooling systems with much lower water withdrawal factors than once-through cooling systems prevail in the Northwest and SX-InnerM regions. (2) New thermal power plants must be equipped with air-cooling technology in the SX-InnerM region and the Northwest region where water shortages are severe. Moreover, replacement of closed-loop cooling technology with once-through cooling technology is encouraged in the SX-InnerM region and the Northwest region, which also results in water withdrawal reduction. Therefore, to generate the same thermal power, the SX-InnerM Region and the Northwest region withdraw less water than the East Coastal region and the South Coastal region. Under the other scenarios, the amounts of both water withdrawal and consumption drop first during 2015-2020 and then increase during 2020-2030. Regarding the water withdrawal factor, measures to conserve water and implement environment-friendly energy policies markedly decrease the amounts. In particular, saving water by updating cooling technologies under S1 reduces water withdrawal by 9-16% in the subsequent 15 years. Compared with S1, S2, in which the proportion of nonthermal power generation increases to 35-40%, has a smaller effect on water withdrawal reduction, with the reduction being 2-4%.
Both shifts in cooling technologies (S1) and in power generation reallocation (S2) have a considerable impact on the reduction of electricity sector water withdrawal. However, the shift in cooling technologies has a larger reduction impact. The water withdrawal intensities of thermal power generation are much larger than those of nuclear power, wind power, and hydropower. For example, air-cooling technology requires the least water withdrawal among the three cooling technologies, with a value of 0.34 m 3 /MWh, whereas nuclear power withdraws only 0.0543 m 3 /MWh, and the water withdrawal intensities of wind and hydropower are both trivial and set to zero. Moreover, thermal power generation is responsible for the majority of electricity generation, accounting for 56-65% under S1 and 48-59% under S2. Third, different cooling technologies have considerable differences in water withdrawal intensity. For example, once-through cooling, closedloop cooling, and air cooling have national average water withdrawal values of 89.13 m 3 /MWh, 2.37 m 3 /MWh, and 0.34 m 3 /MWh, respectively. Therefore, the shift from thermal power generation to nuclear power, wind power, and hydropower generation provides a smaller water withdrawal reduction than the shift in cooling technologies.
Compared with S1, the results of S4 show a 15-18% reduction in water withdrawal. S1 and S4 have the same scales but different layouts of thermal power generation. Under S4, the SX-InnerM region and the Northwest region account for more than 60% of the national total new thermal power generation during 2015-2020. This west-centered layout of new thermal power plants contributes to reduction of national total water withdrawal for two reasons: (1) Water withdrawal intensities in the SX-InnerM region and the Northwest region are much lower than those in the East Coastal region and the South Coastal region, where new thermal power plants are banned, because air-cooling systems with much lower water withdrawal factors than once-through cooling systems prevail in the Northwest and SX-InnerM regions. (2) New thermal power plants must be equipped with air-cooling technology in the SX-InnerM region and the Northwest region where water shortages are severe. Moreover, replacement of closed-loop cooling technology with once-through cooling technology is encouraged in the SX-InnerM region and the Northwest region, which also results in water withdrawal reduction. Therefore, to generate the same thermal power, the SX-InnerM Region and the Northwest region withdraw less water than the East Coastal region and the South Coastal region. Regarding the water consumption factor, except in S0, the amounts of water consumption for electricity generation fall slightly during 2015-2020 and then rise substantially during 2020-2030 by 1-16% compared with those in 2015. S1 and S4 have a similar tendency for water consumption. Both scenarios result in a water consumption increase of 15% during 2015-2030. The cause again is the shift from once-through cooling technology to closed-loop cooling technology. Despite closed-loop cooling technology having a much lower water withdrawal intensity than once-through cooling technology, its water consumption intensity is much higher than that of once-through cooling technology (i.e., 1.89 m 3 /MWh and 0.343 m 3 /MWh). Replacing once-through cooling technology with closed-loop cooling technology in thermal power systems increases the average water consumption intensity.
In contrast to the results regarding water withdrawal, increasing nonthermal power generation reduces the extent of increase in national water consumption for electric power production compared with updating cooling technologies. In S2, water consumption rises by 6% during 2015-2030, which is much smaller than the 15% increase under S1.
To summarize, measures related to water-saving technology and management of energy development both have considerable impacts on water use reduction for electricity generation. At the national level, updating cooling technologies provides greater water withdrawal reduction than increasing non-thermal power generation; however, their impacts on water consumption reduction are opposite. The west-centered thermal power generation policy substantially decreases water withdrawal, but its impact on water consumption reduction is negligible compared with the current layouts of thermal power generation.
Regional Water Withdrawal and Consumption of Electricity Generation under Various Water-Energy Strategies
The preceding analysis reveals that water withdrawal will decrease slowly but water consumption will increase during the projection period at the national level. However, the trends observed for the national water use do not apply to regional water use, which varies between the eight regions.
The four measures do not change the spatial distribution of water use for electricity generation. Regarding water withdrawal (Figure 2 ), water-rich regions, namely the East Coastal, South Coastal, and Central regions, are the top three water users, together accounting for over 80% of the national total water withdrawal for electricity generation, whereas regions with severe water shortages (i.e., Northwest, SX-InnerM, and North regions), have small amounts of water withdrawal, and are responsible for approximately 12% of the national total water withdrawal for electricity generation. shift from once-through cooling technology to closed-loop cooling technology. Despite closed-loop cooling technology having a much lower water withdrawal intensity than once-through cooling technology, its water consumption intensity is much higher than that of once-through cooling technology (i.e., 1.89 m 3 /MWh and 0.343 m 3 /MWh). Replacing once-through cooling technology with closed-loop cooling technology in thermal power systems increases the average water consumption intensity. In contrast to the results regarding water withdrawal, increasing nonthermal power generation reduces the extent of increase in national water consumption for electric power production compared with updating cooling technologies. In S2, water consumption rises by 6% during 2015-2030, which is much smaller than the 15% increase under S1.
The four measures do not change the spatial distribution of water use for electricity generation. Regarding water withdrawal (Figure 2 ), water-rich regions, namely the East Coastal, South Coastal, and Central regions, are the top three water users, together accounting for over 80% of the national total water withdrawal for electricity generation, whereas regions with severe water shortages (i.e., Northwest, SX-InnerM, and North regions), have small amounts of water withdrawal, and are responsible for approximately 12% of the national total water withdrawal for electricity generation. Regional differences in water consumption do not vary as much as those in water withdrawal (Figure 3) . The largest water consumer is the Central region, accounting for 19-25% of the national total. The three regions with severe water shortages together account for 37-44% of the national total, and the three regions with abundant water resources together account for 44-51% of the national total.
Regional differences in water consumption do not vary as much as those in water withdrawal (Figure 3) . The largest water consumer is the Central region, accounting for 19-25% of the national total. The three regions with severe water shortages together account for 37-44% of the national total, and the three regions with abundant water resources together account for 44-51% of the national total. In the two highly developed regions, the North region and the South Coastal region, the trends of regional water withdrawal in the five scenarios exhibit the same patterns as those observed for national water withdrawal (Figure 4) . Specifically, reductions in water withdrawal decrease through scenarios S2, S1, S4, and S3. In the two highly developed regions, the North region and the South Coastal region, the trends of regional water withdrawal in the five scenarios exhibit the same patterns as those observed for national water withdrawal (Figure 4) . Specifically, reductions in water withdrawal decrease through scenarios S2, S1, S4, and S3.
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Regional differences in water consumption do not vary as much as those in water withdrawal (Figure 3) . The largest water consumer is the Central region, accounting for 19-25% of the national total. The three regions with severe water shortages together account for 37-44% of the national total, and the three regions with abundant water resources together account for 44-51% of the national total. In the two highly developed regions, the North region and the South Coastal region, the trends of regional water withdrawal in the five scenarios exhibit the same patterns as those observed for national water withdrawal (Figure 4) . Specifically, reductions in water withdrawal decrease through scenarios S2, S1, S4, and S3. In the two arid regions that are also major energy producers, the SX-InnerM region and the Northwest region, increasing the proportion of air-cooling technology and closed-loop technology in thermal power generation is effective in reducing water consumption and water withdrawal ( Figure  5 ). From 2015 to 2030, all thermal power plants equipped with once-through cooling technology will be retrofitted with closed-loop technology. This retrofitting could make regional water withdrawal drop during 2015-2020, which is represented in S1 and S3. In these two regions, wind power and PV power will be further developed to partly replace thermal power generation. However, since the water use intensities of wind and PV power are both trivial and set to zero [15, 19, 31] , increasing nonthermal power generation has a small impact on water conservation in these two regions, as shown in S1 and S3.
However, under S4, because of the expansion of thermal power generation in the SX-InnerM and Northwest regions, water withdrawal and consumption increase markedly and even exceed the values under S0 without any measures for water conservation in the SX-InnerM region. In the two arid regions that are also major energy producers, the SX-InnerM region and the Northwest region, increasing the proportion of air-cooling technology and closed-loop technology in thermal power generation is effective in reducing water consumption and water withdrawal ( Figure 5 ). From 2015 to 2030, all thermal power plants equipped with once-through cooling technology will be retrofitted with closed-loop technology. This retrofitting could make regional water withdrawal drop during 2015-2020, which is represented in S1 and S3. In these two regions, wind power and PV power will be further developed to partly replace thermal power generation. However, since the water use intensities of wind and PV power are both trivial and set to zero [15, 19, 31] , increasing nonthermal power generation has a small impact on water conservation in these two regions, as shown in S1 and S3.
However, under S4, because of the expansion of thermal power generation in the SX-InnerM and Northwest regions, water withdrawal and consumption increase markedly and even exceed the values under S0 without any measures for water conservation in the SX-InnerM region. In the two arid regions that are also major energy producers, the SX-InnerM region and the Northwest region, increasing the proportion of air-cooling technology and closed-loop technology in thermal power generation is effective in reducing water consumption and water withdrawal ( Figure  5 ). From 2015 to 2030, all thermal power plants equipped with once-through cooling technology will be retrofitted with closed-loop technology. This retrofitting could make regional water withdrawal drop during 2015-2020, which is represented in S1 and S3. In these two regions, wind power and PV power will be further developed to partly replace thermal power generation. However, since the water use intensities of wind and PV power are both trivial and set to zero [15, 19, 31] , increasing nonthermal power generation has a small impact on water conservation in these two regions, as shown in S1 and S3.
However, under S4, because of the expansion of thermal power generation in the SX-InnerM and Northwest regions, water withdrawal and consumption increase markedly and even exceed the values under S0 without any measures for water conservation in the SX-InnerM region. 
Discussion
This study simulated three approaches to impacting water use in electricity development, but each entails major trade-offs. For instance, if China moves its coal-fired power producers to the dry north from the water-abundant south, the cost and burden of long-distance transportation of coal, as well as air pollution in the south would be significantly reduced. However, China faces more challenges in regional water use, including the high cost of retrofitting current thermal power plants with water-efficient technologies, decreasing plants' thermal efficiency by using air-cooling systems, and extensive competition for water use with other users. Previous research indicated that if the existing once-through cooling system were forcibly retrofitted, more than 100 GW of coal-fired power plants would be affected at a cost of 20 billion dollars [37] .
Regarding water resources, water shortage problems have been severe in the dry northern regions. In fact, the shift in the layout of thermal power generation relocates air pollution problems in the eastern and southern regions to water-scare northern regions. A previous study estimated that virtual water consumption outflowing from the dry northern regions is increasing substantially [38] . The amount of water transferred by the South-to-North Water Transfer Project (SNWTP) through the western route is 16-17 billion m 3 per year, from the upper Yangtze River to the upper Yellow River. By contrast, virtual water consumption outflow through electricity trade from the Northwest region and the SX-InnerM region is 746-812 million m 3 per year, accounting for 4.6-5.1% of the water transferred by the SNWTP. Moreover, most of this virtual water consumption flows to the North region, which is the target area of eastern and middle routes of the SNWTP. The amount of water transferred from the lower and middle Yangtze River to the North region is approximately 14 billion m 3 per year. The North region is not only supported by real water resources from the distant south, but also by virtual water resources from the dry north [38] . Therefore, a layout of moving more thermal power generation to the north issued in the latest energy development strategy [11] will definitely intensify this type of virtual water flow and impose much more water stress on the severe water situation in the north. Policy-makers focus on local development and do not understand environmental impacts from the perspective of regional sustainable development, which would aggravate fragileness of regional ecological environment.
A number of technologies can mitigate the water-energy conflict. One effective solution is to use more water-efficient cooling technologies. Currently, 18.2% of the thermoelectric generators in the country use once-through cooling, 66.6% use closed-loop cooling, and 15.3% use air cooling [33] . According to our estimates, retrofitting coal-fired power plants with more water-efficient closed-cooling technologies from once-through cooling technologies could increase water consumption but reduce water withdrawal.
Air-cooling systems do not require water and can decrease total power plant water withdrawal by more than 88% [5, 39] . The Chinese government has issued a number of policies to promote air-cooling technology use in arid regions since the mid-2000s [40] [41] [42] . The policies require new coal-fired power plants in the arid northern regions to be equipped with air-cooling systems and have a water consumption coefficient below 0.18 m 3 /s per million kilowatts. However, air-cooling systems have higher costs and lower efficiencies. For example, according to a survey that we conducted in Lanzhou, the capital city of Gansu, a northwestern province located in a water-scarce region, power plants with air-cooling systems are in the top 20% of provincial power plants for water saving; however, air-cooling systems average a 3% higher energy consumption than closed-loop cooling systems. Under the current performance examination system of an enterprise or an industrial sector by the government [43] , the performance of saving energy attracts much more attention than that of saving water. This performance examination system lowers the motivation for adopting air-cooling systems in power plants and increases pressure on power plants equipped with air-cooling systems. This trade-off between water and energy poses a challenge toward a low-carbon and less-water-intensive future. Incentive measures should be taken to draw attention to the water conservation benefits of air-cooling technology, for example, allowances for water saving, rewards for meeting the electricity generation quota, and preferential taxes and feed-in tariffs for power plants equipped with air-cooling systems.
Other advanced power technologies for promoting water saving are ultra-supercritical (USC) coal power technology and integrated gasification combined-cycle (IGCC) power technology. Along with reducing air pollutants and energy consumption, USC and IGCC power plants can achieve water consumption reductions of 10% [31] and 36-60%, respectively, compared with conventional coal plants [44, 45] . IGCC technology can reduce the water withdrawal factor by 40-64% [31] .
Exploring alternative water sources is likely to relieve the stress on freshwater supplies in the growing electricity generation of the future. In recent years, energy and water policies have encouraged thermal power plants to implement wastewater recycling and use reclaimed water for cooling. The "Tenth Five-Year Plan for Industrial Water Conservation" issued in 2001 explicitly required that the re-use ratio of wastewater must reach up to 96% in power plants equipped with closed-loop cooling systems by 2005, and 34% for power plants equipped with once-through cooling systems. Most power plants have met the requirements; water recycling within power plants has been deployed efficiently. The measure being promoted is to use reclaimed water from municipal sewage treatment plants for supplementary water use in power plants. Additionally, salt water is another possible cooling water source. Salt water is an obvious and abundant option for coastal power plants [46] , but such plants face similar challenges as inland plants with regard to damaging the local aquatic ecosystems through excessive withdrawal or thermal pollution from discharge of hot cooling water.
This study has several limitations. First, we did not consider biomass power generation because of data unavailability. Biomass power generation includes biomass combustion electricity production, waste incineration power generation and biogas power generation, which requires water use intensities ranging from 450 to 35,000 gal/MWh of water withdrawal and from 35 to 553 gal/MWh of water consumption [31] . However, there are few statistical data on biomass power generation or its surrogates at the provincial level. Moreover, in the provincial 13th Five-Year Plans of energy development, few provinces set targets for various biomass power generation technologies. Future research can be extended to examine the water use for various biomass power generation types at a provincial level by surveys. Second, this study considered fresh water used for hydropower generation to be zero because water evaporating from multifunctional reservoir cannot contribute to hydropower generation. Although some of the previous studies made the similar assumption to estimate water use by hydropower [19, 22] , water consumed through evaporation from reservoir cannot be neglected. There have been studies trying to separate water use by hydropower from the total water evaporated from reservoir according to hydropower's economic value [3] . Third, this study used national average water withdrawal and consumption intensities by cooling technology, because province-specific water use intensities are not available.
Conclusions
This study estimated and assessed water withdrawal and consumption for electricity generation at the national and regional levels from 2015 to 2030 in China. Based on the latest official policy of China's electricity development, this study simulated three approaches to impacting water use for electricity development, i.e., updating cooling technology mix, increasing non-thermal power generation and moving more thermal power generation to the west. The results reveal that water withdrawal and consumption increase remarkably to 63.75 and 8.3 billion m 3 respectively by 2030, up approximately 14% and 21% of those in 2015, respectively, if China does not implement any new water and energy policies. To equip the newly built thermal power plants with air-cooling systems in water-scarce regions and to replace once-through cooling with closed-loop cooling could reduce water withdrawal by 9%, but could still increase water consumption by 15% in 2030. To increase non-thermal power generation could reduce water withdrawal by 2%, but increase water consumption by 6% in 2030.
To reduce water use of electricity generation, cooling technology upgrading will be effective, such as replacing once-through cooling systems with closed-loop systems and imposing the requirement of using air-cooling systems in all new thermal power plants in northern China. Compared to technology upgrading, adjustment of the power generation mix through increasing the proportion of non-thermal power (nuclear, hydro, wind and solar) will alleviate water stress, but to a lesser degree. Change in the spatial distribution of thermal power plants across the country will also influence water management in China. The west-centered layout of thermal power generation which aims to reduce air pollution in the coastal regions will aggravate water scarcity in the Shanxi-Inner Mongolia and the Northwest regions. Relieving the stress of growing electricity demand on water resources in China requires comprehensive planning and measures.
Water resources have not been sufficiently considered in formulating energy strategies and policies at regional and national levels in China. This study has proved the great importance and urgent need of a water-energy nexus and also provided an approach to integrating water use into energy industry planning and management.
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